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White Case

Controller Case

Link 2Link 1

 

2.5 mm2 , 3 Core HT Flex

Double pole isolating 
switch, Min. 16A

L2 N1

~230V, 16A supply

Live Neutral Earth

Electric override 
switch (Volt-free)

N2 1L1 2 3 4

Boiler  DHW 
Demand Signal 

(~230V AC, 3A 

or 12 to 24VDC, 

0.5A max).

Strain Relief
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