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Keep these instructions in a safe place for future reference. 
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Set to  

On 

EKHWS/E Tank with booster heater installed at the side of 

the tank. 

Auto SH reduced/ DHW off 

Fixed  

Schedule Plus Reheat (define this with end user, it is 

important to allocate a daily time window of 2 hours 

minimum if using schedule only) 

69°C 

45°C 

8 

Disabled 

~7°C 

70°C 

Table 18: Daikin Heat Pump settings  
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